In recent years, several studies have been performed to evaluate the actual contribute of Opaque Ventilated Façades (OVF) as far as the energy efficiency of buildings in the summer period is concerned. In this framework an experimental real-scale module of an OVF was built and tested. Results demonstrated a reduction of ~58% of the thermal load obtained by using a OVF with respect to the unventilated façade configuration. In this paper the experimental measurements were used to calibrate dynamic simulations using ESP-r software, in order to identify the input factors and the key issues mainly impacting on the results discrepancy.
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Thermal Performance Assessment of an Opaque Ventilated Façade in the Summer Period: Calibration of a Simulation Model through in-field Measurements
Introduction
Opaque Ventilated Façades (OVF) represent an effective solution to prevent the indoor summer overheating with a consequent reduction of the cooling energy demand. In recent years, the adoption of the OVFs has reached high diffusion in both new construction and in the building energy renovation sector. In this context a reliable performance prediction of OVFs via Building Energy Simulation software (BES) assumes growing interest in particular during the design phase of the building envelope.
Different approaches are commonly used for the modelling of ventilated façades. Several studies were carried out by means of CFD models (Computational Fluid Dynamic) [1, 2] showing a very high reliability, on the other hand most of the studies [3, 4, 5, 6, 7] demonstrates that the use of the airflow network (zonal approach) in BES software represent a good compromise between results reliability and low consumption of computational resources in particular when annual simulations are required [8] .
In this paper the results of an experimental campaign on a full scale OVF in real operating conditions , carried out in the framework of a Regional funded project (testing different ventilation configurations [9] ), have been used to calibrate a computational model, implemented within the Building Energy Simulation program (BES) ESP-r [10] . ESP-r was used since it represents one of the most used software for the simulation of ventilated façades and implement a larger number of convection models compared to other BES programs [11] .
Methods
The performance of the OVF was assessed through in field experimental measurements in summer period. Furthermore a simulation model was build using the monitored boundary conditions as input data, then the simulation model was calibrated through a step by step procedure aimed at individuate the simulation input which provide the best agreement between predicted and measured temperature results.
An extensive in field experimental monitoring was undertaken in Turin, Italy (Lat. 45.06N, Long. 7,65E), in order to assess the actual energy performance of an OVF in the summer period. Starting from the monitored boundary conditions, used as input data, a simulation model was calibrated through a step by step procedure aimed at identifying the simulation input providing the best agreement between predicted and measured temperature results. Details on the experimental set-up, on the simulation model and on the calibration process are hereafter presented.
The experimental monitored OVF
The experimental setup of the OVF was built adherent to a laboratory building (LATEC) in Politecnico di Torino (Turin -Italy) as shown in Fig 1a. The façade has a south-west orientation and the indoor environmental temperature was maintained during daytime at 26±2°C while it was in free-floating during night-time. In Fig. 1b the façade configuration is represented and in Table 1 , the main thermo-physical properties of each layer constituting the façade are reported. The measurements were carried out in summer conditions and 4 reference days (from 11 to 14 September) were selected according to the weather condition, in order to monitor 2 overcast days and 2 sunny days respectively. The evolution of the outdoor and indoor air temperatures and the solar radiation is reported in Fig. 2 .
The experimental sensors consist in T-type-thermocouples (nominal accuracy ±0.2K) for surface and air temperatures and LP02 second class pyranometer (calibration uncertainty <1.8%) was used for the measurement of the global vertical solar radiation (Fig. 1b) . 
The simulation model
The simulation model is represented in Figure 3a , while the physical properties of each layer used as input data are those reported in table 1.
As described in other research study [5, 6, 12] , to take into account the buoyancy effect, the ventilated air channel was divided in three thermal zones ( Figure 3b ) and each zone was interconnected to the adjacent one or to the external nodes by air ducts and inlet/outlet air openings (network components). For the simulations, a time step of 5 minutes synchronized with the experimental data-logging was adopted. 
The model calibration process
Starting from the conventional input data used in BES software (mainly related to: steady state thermos-physical properties, indoor air set point temperature and surface resistances). A step by step simulation process was followed varying the main input parameters in order to match as close as possible the real measured conditions. The calibration process is illustrated in table 2 and the main parameter object of calibration are represented by: the thermal conductivity of the external cladding (in STEPS 1,2,3,4 a constant value of thermal conductivity was adopted, while in STEPS 5,6 and 7 a temperature dependent thermal conductivity has been assumed); the dry bulk density of the mineral wool insulation layer in the existing wall was considered equal to 100 kg/m 3 in (STEPS 1,2,3,4 and 5), while a value of 80 kg/m 3 was assumed in STEPS 6 and 7;
the indoor air temperature (in STEPS 1 and 2 a constant value of 24°C was used while the measured hourly temperature profile was assumed in the subsequent simulation steps); the convective heat transfer coefficient (different correlations was adopted for the air cavity and for indoor/outdoor surfaces respectively, several correlation was adopted for each surfaces, as shown in table 2); the boundary elements of the indoor space (in STEPS 1 and 2 a concrete envelope was set, while in the following steps a fictitious envelope without thermal mass has been assumed);
the temperature of the indoor surfaces was assumed equal to the indoor air temperature, (in STEPS 1,2 3,4 and 5 the surface temperature was assumed equal to the sensor located in the middle of the façade while in STEPS 6 and 7 the temperature of the sensor located in the middle of the indoor space has been assumed). Halcrow -low (vert) [18] MoWiTT [17] fictitious wall
Ts ind=Tamb_i (at 3m) Calibration has been done by comparing the measured and predicted surface temperatures. In particular, the temperatures T s2 and T si represent the main parameter used for the determination of the efficacy of the ventilated façade to reduce the ongoing heat flow in summer conditions. A good metrics to assess the energy behavior of the OVF is the ΔTL parameter (equation 1), recently introduced in [19] . This performance parameter represent the daily thermal energy reduction obtained by using a ventilated façade (vent.) with respect to the unventilated façade configuration (unvent.).
Where: T si is the internal surface temperature, T s2 is the temperature of the inside cavity surface (interface 2-3, figure  1a ), E (unvent.) is the daily thermal energy load crossing the unventilated façade and E (vent.) represent the daily thermal energy load passing across the ventilated façade. The integer interval in equation 1 is between τ and τ' which indicates respectively the time of day in which the temperature difference between T si and T s2 becomes >0 and <0.
Results and discussion
In Figure 4 , 5 and 6 the results of the temperature for the 7 simulation STEPS (solid lines) are reported and then compared with the experimental results (dashed red line). For the sake of brevity only the results of the two sunny days was reported. It is possible to observe that the successive simulation STEPS (from STEP 1 to STEP 7) present a better agreement with the measured values as the calibration steps go on. Results show that STEP 7 demonstrate the best agreement with the experimental results except for T s2 ( Figure 5 ) in which the maximum divergence are respectively ~1°C for day-time and ~2.5°C for night-time. Nevertheless it is worthy highlighting that for the final calibration process it has been given more importance to the matching of the day-time temperature (used for the calculation of the summer performance of ventilated façade) instead of the nighttime.
STEP 5, 6 and 7 are practically overlapped in Fig.4 and 5, while their difference are more evident in Fig.6 . This is because these steps differ mainly for the indoor convection coefficient and for the temperature assigned to the indoor boundaries, which have more effect on the calculation of the indoor surface temperature T si .
Furthermore for the analyzed OVF presented in this paper it is possible to identify some general tips useful for a better prediction of the façade performance:
The use of MoWiTT correlation [17] instead of McAdams correlation [15] allows a better agreement of the external surface temperature; Halcrow (low vert.) correlation [18] presents better results for the determination of the indoor surface temperature of the OVF; in the absence of precise data about the indoor space it is important to assume a fictitious envelope without thermal mass and set a temperature of the indoor boundary elements equal to the air temperature in the middle of the thermal zone; the use of temperature dependent thermal conductivity instead of constant values allow a better matching with the measured data.
The model reliability
It is to highlight that further simulation STEPS (From STEP 1 to STEP 7) presents a better agreement with the measured values according to the advances of calibration process.
In figure 7 and 8, the predicted temperatures of STEP 7 was plotted against the measured temperatures, the results show that a maximum divergence of 4.7°C for T se , 3.7°C for T s1, 2,5°C for T s2 and 0,7°C for T si are obtained, considering a confidence interval of 95%. In table 3 the results of ΔTL (eq.1) calculated respectively through the predicted and the measured surface temperatures are reported, moreover a reliability rating was attributed depending on the difference between predicted and measured results.
ΔTL presents excellent reliability for the days 02 and 03 characterised by high solar radiation (I sol >3500 [Wh/m 2 day]);in these two days the difference between predicted and measured values are lower than 4%. On the contrary, he reliability is poor for days 01 and 04, because the calculation of the ΔTL depends by the difference between T s2 and T si , which is of relatively low entity in case of overcast/cloudy sky (I Sol <3000 [Wh/m 2 day]). Nevertheless the reliability of the model remains relatively good considering the whole monitoring period, since in this case the percentage difference between predicted and measured values is around 7%, while the absolute measurement uncertainty is around 8%, due to the fact that the ongoing heat flow assumes more relevance in hot sunny days which are more responsible of the increasing of the cooling energy load compared to overcast/cloudy days. 
Conclusions
The main outcomes of an extensive experimental campaign carried out in the summer period on a OVF, demonstrate its effectiveness in removing the solar loads, with an estimated reduction of the ongoing heat flows, when comparing the ventilated configuration to the unventilated one, ranging between 52% and 64%. In order to provide designers with modeling tools able to reliably predict the energy behavior of this kind of façade a simulation model was built in ESP-r software and a calibration process was performed. Results demonstrate that some input variables such as the surface convection coefficient and the thermal conductivity attributed to the component has an important impact in the correct assessment of the surface temperatures.
As far as the main indicator, i.e. the daily ΔTL, is concerned the study demonstrate that: a good reliability of the simulation model is achievable when considering several monitoring days (~7% of difference between predicted and measured results); the reliability of the simulation model is influenced by the daily solar irradiance I sol (the higher I sol the higher the model reliability); in general the difference between simulated and predicted ΔTL presents values in the range of the measurement accuracy (between 7 and 11%). The proposed thus a methodology to provide general guidelines for the modelling of ventilated façade and this calibrated model represent a first step for future investigations and for the simulation based optimization of OVFs.
